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1 Use of this plan  

This plan is prepared by Australian Geotechnical Testing (AGT) for the farm dam (the dam) located at 

1075 Horseshoe Bend Road Torquay VIC operated by Mr Charlie Santospirito (the operator) for the 

purpose irrigation of the neighbouring flower farm. 

1.1 Aim  

This Dam Safety Emergency Plan (DSEP) is prepared to manage foreseeable dam emergency 

situations that may occur at the dam. This provides recommendations on actions which could be 

taken by the dam operator in the case of dam emergencies.    

The objective of this document is to prepare the operator to respond appropriately and effectively to 

dam emergency situations that may occur. The operator is responsible to plan, prepare and respond 

to a dam safety emergency for the dam owned and operated by them.    

This plan aims to achieve its objective by:  

Á Describing the type of dam safety incidents that may occur.  

Á Establishing the manner in which dam safety incidents are to be reported.  

Á Defining the roles and responsibilities of the operator and other agencies in the reporting 

process and in responding to dam safety incidents.  

Á Ensuring that other Agencies are provided with a reliable source of information if they are 

called upon to address an emergency; and  

Á Providing a ready reference document that clearly establishes the procedures for dam 

emergency situations in order to deal with the emergency in a quick, effective and safe 

manner.  

 

1.2 Contents of this Dam Safety Emergency Plan  

This DSEP template comprises:  

Á Overview and existing emergency plans.  

Á Roles and responsibilities.  

Á Incident procedures.  

Á Procedures in the event of potential dam safety emergency.  

Á Procedures in the event of dam safety emergency.  

Á Recommendations for training and review.  

 
Supporting documentation to this document is located in the Appendices and includes:  

Á Quick Reference Flip Charts that give the notification procedure for incidents outlined in 

the Plan.  
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Á Contact List for personnel and authorities in the case of an emergency situation including 

a list of dam safety consulting engineers.  

Á Resource List that documents contact numbers for earthmoving contractors and other 

resources which may be of use in an emergency situation.  

Á DELWP Incident Report Form to be filled out when inspecting the dam.  

Á Inundation Map identifying the areas of land that may become inundated in a dam failure 

scenario.  

Á Standard SMS Community Alert messages.  
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2 Overview of emergency plans  

2.1 Background  

For private dams, most dam safety activities fall within the normal day-to-day responsibility the 

operator as part of a routine monitoring and dam surveillance program. Minor defects in appearance 

by observation can be recorded in a Visual Inspection Report Form.  

The consequences of a dam failure could be significant.  Therefore, all efforts should be made to 

prevent minor events developing into catastrophic failure. If there is any doubt as to whether a 

particular change in appearance or minor defects could become dangerous, it must be acted upon 

immediately as indicated in this plan.  If in doubt, expert dam safety advice shall be sought.   

2.2 General structure of emergency plans  

The structure of emergency in this management plan for is summarised below:   

Á State Emergency Response Plan (Part 3: Emergency Management Manual Victoria) ς This 

plan provides high level information on the organisational arrangements for managing the 

response to emergencies within, or with the potential to affect, the state of Victoria.  A copy 

of the plan can be obtained from www.oesc.vic.gov.au.    

Á Management of Flooding downstream of Dams ς The aim of this document is to provide 

guidance for the command and control arrangements for a flood response downstream of 

dams and collaboration between dam operators, Victoria State Emergency Service, 

Department of Environment Primary Industries and other agencies that have responsibilities 

in flood management.  

2.3 Limitations   

 This DSEt ƎƛǾŜǎ ǇǊƻŎŜŘǳǊŜǎ ŦƻǊ ǘƘŜ ΨǊŜǎǇƻƴǎŜΩ ǇƘŀǎŜ ƻŦ ŜƳŜǊƎŜƴŎȅ ƳŀƴŀƎŜƳŜƴǘ όDiagram 1), 

ƛƴŎƭǳŘƛƴƎ ǊŜŎƻƳƳŜƴŘŜŘ ŀŎǘƛƻƴǎ ǘƻ ǘŀƪŜ ŘǳǊƛƴƎ ŀ ŘŀƳ ƛƴŎƛŘŜƴǘΦ ¢ƘŜǎŜ ǇǊƻŎŜŘǳǊŜǎ ŀǊŜ ΨƎǳƛŘŜƭƛƴŜǎΩ ǘƘŀǘ 

are considered to best fit the likely situations.   

The Plan will not necessarily cover every aspect of the dam response in detail.  Actions in addition to 

those listed in this Plan may be required, and in many circumstances, specialist advice may need to 

be sought.  In actual situations it is likely that actions may be based on the limited information 

available at the time, however sound judgement must be used by all involved.  
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Diagram 1: Emergency Management Phases 

 

This DSEP does not cover the planning, prevention or recovery phases of emergency management as 

illustrated in Diagram 1, however guidance provided may assist in Planning and Preventative 

measures.       
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3 Training and review  

3.1 General training  

The staff should be made aware of the existence of this DSEP.  The staff should be trained in the 

contents of the DSEP. Training of personnel involved in the activation of this DSEP should be 

conducted to ensure that they are thoroughly familiar with all components, their responsibilities, 

duties and the availability of resources. This training is vital for proper assessment of developing 

situations at all levels of responsibility. Several staff should be trained to ensure sufficient coverage 

of the DSEP at any time.  

  

3.2  Testing the DSEP  

Testing is necessary to identify deficiencies and to ensure all participants are familiar with the 

prescribed procedures and their roles.  An exercise, involving the operator and staff from appropriate 

agencies, should be carried out as soon as possible after the personnel have had time to familiarise 

themselves with their responsibilities and their particular role in the plan. Given ever-changing 

circumstances, staff movements and the potential to forget the roles and responsibilities, an exercise 

should be programmed to be undertaken regularly. The added benefit of regular exercises is the 

identification of necessary revisions to the document.  

3.3 Review of the DSEP  

This DSEP should be reviewed annually to assess its workability and efficiency.  The plan is closely 

aligned with normal work procedures and therefore should be updated when personnel and 

responsibilities change or when there are changes in response agencies, telephone numbers or 

communication methods.  The loose-leaf format of this plan has been adopted to allow for changes 

that will occur as the plan is reviewed and updated.  

3.4 Debriefing after an incident though an After Action Review (AAR)  

After every dam safety incident, an AAR should be undertaken to capture opportunities for 

improvement in the DSEP and to highlight changes which could be made to the Plan to improve its 

effectiveness.  If necessary, changes to the DSEP should be made as soon as possible. Consider the 

ŎƻƴŎŜǇǘ ƻŦ ΨǎǘŀŦŦ ǊƛŘŜǎΩ ŦƻǊ ǘƘŜ ǊŜǎǇƻƴŘŜǊǎ ǘƻ ǎhare with staff their reflections, learnings and human 

factors.  
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4 Description of this dam  

4.1 Introduction  

In the event of an emergency, information regarding the structure of the dam may be important for 

use in determining the most appropriate action to take.  Details regarding the dam are provided in 

Appendix A Information on Dam.        

In response to a dam safety event, these details should be provided to the Incident Management 

Team to confirm planning assumptions and to aid in their initial rapid risk assessment of the 

situation.      

4.2 Site access  

The dam is located at 1075 Horseshoe Bend Road, Torquay VIC.  

Normal access to the Dam is from:  

¶ 1075 Horseshoe Bend Road Torquay VIC and  

¶ It can be also accessed by Pintail Drive Torquay.   

Access from Horseshoe Bend Rd is preferred in a dam break scenario as the ground elevation is 

higher and less likely to be flooded.  Also after construction of houses on Pintail Drive the access may 

be impeded.  

During an emergency situation, if there are gates and fences around the dam, access to the dam site 

beyond the entrance gate should be restricted to essential personnel only. For the safety of the 

community, Victorian Police should be asked to restrict general public access to the dam 

embankment.  

4.3 Summary of previous dam safety issues  

An incident was reported in October 2020. Over the weekend 2-4 October 2020, Southern Rural 

Water (SRW) assisted Emergency Services and Surf Coast Shire in the response to reports of water 

flowing across backyards of a property on Pintail Drive, Torquay. An emergency incident was 

declared on Friday evening, 2 October 2020 and the decision was taken to evacuate nearby 

properties in the early hours of Saturday 3 October. SRW assigned officers, engineers, dam safety 

specialists and other staff to assist with managing the incident. 

SRW conducted extensive investigations and tests on water sources, the dam and its infrastructure to 

help identify the cause of the leaks.  The inspections of the dam walls did not reveal wet spots or 

damage that could be associated with the leak. The reduced level of water in the dam after the 

ǿŜŜƪŜƴŘΩǎ ǇǳƳǇƛƴƎΣ ƘŜƭǇŜŘ ǘƻ ŜȄǇƻǎŜ ƳƻǊŜ ƻŦ ǘƘŜ ŘŀƳ ŀƴŘ ŀǎǎƻŎƛŀǘŜŘ ǇƛǇŜǿƻǊƪΦ Tests confirmed 

that the water pooling on three properties and vacant land on Pintail Drive came from an uncapped 

pipe in the dam, which led to land that has now been built on near the south-west corner of the dam. 

It is believed that water only reached the old pipework when the dam reached high levels.  
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5 Roles and responsibilities  

5.1 EMT and IMT context for dam safety emergencies  

The State Emergency Response Plan (SERP) explains that the three key management tasks of 

command, control and coordination form the basis of Victorian emergency management 

arrangements. This structure will be used in response to dam safety emergencies in Victoria.  

Victoria uses a three-tiered approach to dam safety emergency management - with incident, regional 

(and/or area-of-operation) and state tiers operating as required.  

DELWP as the control agency appoints controllers to have overall responsibility for response 

activities at each tier. Where required, an Incident Management Team (IMT) directly assists the 

Incident Controller to meet their control responsibilities.  

Where support agencies are involved, the controller at each tier is responsible for forming an EMT. 

Once formed, an EMT operates through all phases of the dam safety emergency, including the 

readiness, response and recovery phases. The controller does not command the agencies through 

the EMT, but works through each DELWP agency commander to achieve a specified outcome.  

The following diagram shows the context of coordination, control, support agency command and the 

EMT at each tier of a dam safety emergency.  Not all agencies will have representatives at each tier. 

For example, where potential for significant consequences or capacity issues exist, an agency may 

escalate management of their responsibilities directly to the state tier.  

  

 The severity of the dam safety incident will influence the extent of inter-agencies participation.  As 

the magnitude of the emergency increases, Municipal, Regional and State emergency response 

arrangements would be utilised as appropriate to the given emergency situation.  It is acknowledged 

that in most cases, the Municipality will be one of the first agencies to become aware of the incident 
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and as the owner / operator of the dam will most likely initially be the best placed agency to 

determine the level of response required.     

5.2 Incident level  

In the event of a minor incident, such as a low magnitude earthquake or flood where the community 

is not at risk, it is appropriate that the dam safety event would be managed within the area at a local 

incident level.    

5.3 Regional / State level  

In the event of an actual or a potential dam failure, it is envisaged that the emergency would be 

controlled at the Regional Incident Control Centre or State Control Centre, depending on the extent 

of the incident.  Local resources would work within the overall regional or state incident control 

structure to complement the emergency response, particularly in terms of providing information to 

the Incident Controller at the Incident Control Centre on the performance of the dam.    

5.4 Local Government  

The dam operator has ǊŜǎǇƻƴǎƛōƛƭƛǘȅ ŦƻǊ ƳŀƴŀƎƛƴƎ ǘƘŜ ŘŀƳΩǎ ǎŀŦŜǘȅΣ ŀƴŘ ƛƴ ǇŀǊǘƛŎǳƭŀǊ Ƙŀǎ 

responsibility for:  

Å Regular monitoring and visual inspection of the condition of their dams.  

Å Reporting incidents and/or potential emergency situations.  In the first instance, local 

government is to assess the situation and contact DELWP State Agency Commander (Ph: 

1300 13 4444), for incidents with potential for escalation of consequences.   

Å Resolving emergency situations, as far as practicable, may involve engaging specialist dam 

safety engineers for advice.    

Å Implementing initial stages of emergency procedures until, where relevant, other agencies 

(DELWPΣ ±ƛŎǘƻǊƛŀƴ tƻƭƛŎŜ ƻǊ ±ƛŎ{9{ύ ǇǊƻǾƛŘŜ ŀƴ ά!ƭƭ !ƎŜƴŎƛŜǎέ ǊŜǎǇƻƴǎŜ ŎŀǇŀōƛƭƛǘȅΦ  

Å Providing the initial timely and accurate notifications to the VicSES (Ph: 132500) and the 

Victorian Police (Ph: 000) to assist them in making timely and accurate decisions regarding 

their warning and evacuation responsibilities.    

Å Management of resources to make the dam safe and minimise any impacts to the 

community.  

 

5.5 Emergency Management  Victoria  

The Emergency Management Act 2013 contains specific arrangements for the management of 

major emergencies that potentially include dam safety emergencies. The criteria for a major 

emergency are;  

Å has the potential to cause, or is causing, loss of life and extensive damage to property, 

infrastructure or the environment; or  

Å has the potential to have, or is having, significant adverse consequences for the Victorian 

community or a part of the Victorian community, or  
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Å requires the involvement of two or more agencies to respond to the emergency  

Dam safety events will need to be assessed to determine if a major emergency.  In the past most dam 

safety events in Victoria would not be considered a major emergency in the first instance.   

The Emergency Management Act 2013 also outlines two categories of major emergencies, with 

prescribed specific arrangements for each. There are Major emergencies Class 1 and Class 2.  A dam 

safety event assessed as Major, would be a Class 2 emergency.  

For a Major, Class 2 Emergency  the Emergency Management Commissioner will lead the response, 

ensuring that the control, command, coordination, consequence management, communication and 

recovery functions are integrated and effective.   

The DELWP will continue to maintain its control agency function with the emergency management of 

a dam safety event.   

  

5.6 Department of Environment, Land, Water and Planning (DELWP)  

DELWP has a regulatory role for dam safety in Victoria and is the control agency for dam safety, as 

defined in the Emergency Management Manual Victoria. The control agency role involves the 

management of the response activities in order to minimise the impact on community and 

environment.     

The primary responsibilities of the DELWP are:  

Å Prevention - provide State government policy and regulation and administration of dam 

safety provisions in the Water Act 1989.  

Å Response - control agency activities in order to minimise the impact to the community from a 

dam safety incidents.  

The DELWP must be contacted through the State Control Centre (Ph: 1300 13 4444) for incidents 

with potential for escalation of consequences and be informed of the type and magnitude of the 

situation.  

DELWP as the control agency for dam safety determines the strategic control priority in response to a 

dam safety event.   

5.7 DELWP strategic control priorities  

 The DELWP strategic control priorities, also known as the State Controllers intent, were developed to 

articulate and formalise the focus on primacy of life and issuing community information and 

community warnings to assist people to make informed decisions about their risks in a dam safety 

emergency.    

These DELWP strategic control priorities provide direction and guidance to the Incident Controller 

and IMT that will inform their approach and the development of incident response strategies and 

Incident Action Plan.   

1. Protection and preservation of life is paramount - this includes;  

Å Safety of emergency services personnel, and  
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Å Safety of community members including vulnerable community members and 

visitors/tourist located within the emergency area.  

2. Issuing of community information and warnings.  

3. Protection of critical infrastructure and essential services that support community resilience.   

4. Protection of residential property as a place of primary residence.   

5. Protection of assets supporting economic production and individual livelihoods.   

6. Protection of environmental and conservation values.  

7. Safety and welfare of displaced community members.  

8. Effective transition to recovery.  

The incident controller may need to vary the strategic control priorities in some circumstance. This 

shall be done in consultation with the DELWP Regional Controller or State Controller based on sound 

incident predictions and risk assessments.  

5.8 Principles of operation  

 The approach to the management of a dam safety emergency needs to be consistent with the 

philosophy adopted Australia-wide, in that:  

Å the protection of life is the priority  

Å timely, tailored and relevant warnings and information are communicated to the community  

Å agencies, which have personnel trained and equipped to provide a particular emergency 

response service, respond to the emergency  

Å responding agencies are coordinated in their activities  

Å the provision of relief and recovery is integrated with response management at an early 

stage in the emergency  

Å there is ongoing assessment and management of the impact and consequences of the 

emergency  

Å the immediate needs of affected people and the impacts upon the community as a whole are 
managed. These principles apply to the response to any dam safety emergency, regardless of 
the size of the emergency, and regardless of how many agencies are involved in the 
response.  

 

5.9 Victoria State Emergency Service  

The Victoria State Emergency Service (VicSES) is the control agency for flood, earthquake and storm 

damage and accredited provider of road accident and industrial accident rescue.  In the majority of 

Flood emergency situations arising from a dam safety event the VicSES would be contacted.  

5.10 Victoria Police  

Under the Emergency Management Manual Victoria, the Victoria Police are responsible for the 

effective coordination of resources or services in response to emergencies.  They are also the primary 

agency for communications, evacuation, and public warnings.    
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5.11 CBRN Hazards MFB / Country Fire Authority   

The MFB / Country Fire Authority (CFA) is the control agency for all fires and actual hazardous CBR 

material spills that may occur in or around a dam. For chemical / biological contamination events 

involving a dam, contact the CFA by calling 000 and asking ŦƻǊ άCƛǊŜέΦ   

5.12 VicRoads  

Under the State Emergency Response Planning Committee VicRoads is the co-ordinating agency for 

the functional subcommittee entitled Transport, Engineering and Services Support.  The 

subcommittee can provide advice on relevant matters during emergency response. Advice is sourced 

through the, Municipal or Regional Emergency Response Coordinator.  

5.13 Specialist Dam Engineers / Consultants  

Dam safety incidents may require the expert advice of an engineer specialising in dams.  The dam 

specialist would be engaged by the operator to provide recommendations on the severity of the 

incident and possible courses of action.  The dam specialist may need to visit the site.  A list of dam 

consultants is at Appendix B or available from the Water and Natural Resources Division of DELWP.    

5.14 Incident Management team roles  

The responsibilities of key personnel during the dam safety incident are described in the following 

table.  It is noted that there may be many additional resources assisting with the emergency 

response.    

 

Key Personnel  Responsibility  

The operator   Co-ordination of ǘƘŜ ƻǇŜǊŀǘƻǊΩǎ resources used in responding to 

emergencies. Responsible for emergency coordination, maintenance 

and review of emergency plans.   

MERC (Municipal  

Emergency Response  

Coordinator)  

A Member of municipality that provides Co-ordination of personnel 

and resources who are responding to the emergency.   

Site Manager  It is generally recommended to locate a person at site to observe 

the performance of the dam during the incident.  This 

representative will be responsible for the on-going observation of 

the dam safety incident during the emergency and provide 

information to the ICC and council officers.   

DELWP State Agency 

Commander  

Person responsible for providing strategic advice for the 

management of the emergency response.  For a perceived or 

imminent significant dams safety event this person should be 

contacted by Local Government.  

DELWP SCC 1300  13 4444 

sccvic.reception@scc.vic.gov.au 

  

mailto:sccvic.reception@scc.vic.gov.au
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5.15 Resources and equipment  

A list of other resources and local contractors available for carrying out emergency works during a 

dam safety emergency is attached in Appendix C.  These resources include:  

Å Construction equipment (excavators, loaders, tippers);  

Å Material suppliers (rock beaching, gravel, sand, earth fill and concrete);  

Å Equipment Hire (Pumps, Generators, Sand bags);  

Å Labour force.  

Resources may not be available depending upon the nature or extent of the emergency and 

therefore may need to be drawn from other authorities.  

5.16 Water Corporation, Parks Victoria and Dams owned by others  

If the Local Government becomes aware of a potential dam safety incident at a privately owned dam 

or any other dam they do not own or operate, they should contact both the licensing authority and 

DELWP.  There are five licensing authorities in Victoria.  They are listed in the Contact List at 

Appendix B.   

For a privately owned dam emergency, DELWP will maintain the control agency function and the 

Local Governments will act as a support agency.    
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6 Incident Management Teams  

The type of the dam safety incident and subsequent location of staff will influence the AIIMS-ICS 

structure required to be established between agencies.  The location of staff involved in the response 

may include:  

¶ The dam site ς In most dam safety incidents, it is recommended that the Site Officer is located at 

the dam site, if safe to do so, for the duration of the incident to provide current information to 

the Incident Controller on the condition of the dam.  The Site Officer will need phone 

communication to the Incident Control Centre.  If no telephone or radio contact is available at 

the site,  then Site Officer is to proceed to the closest place with communication facilities or, if 

necessary, directly to the nearest Police Station which is the Torquay Police Station at 122 Surf 

Coast Hwy, Torquay VIC 3228  

¶ The Incident Control Centre (ICC) ς The ICC will require communication with various authorities 

and personnel under the direction of Incident Controller and the Emergency Response 

Coordinator.  The proposed location of the incident control centre would be:  

¶ Primary location: the farm office at 1075 Horseshoe Bend Rd Torquay VIC 3228 shown below. 

 

 

¶ State Control Centre (SCC) ς The SCC is located in the DELWP building in Melbourne and is the 

Incident Control Centre for any large scale state emergency.  

¶ DELWP dam safety staff are located in Melbourne and emergency management staff are also 

located in the regions.  Communication with DELWP would occur through the SCC.  

¶ Specialist dam engineers ς Depending on the severity of the dam safety incident, a specialist dam 

engineers may be required.  The engineer may need to inspect the site, however information can 

be collected by the Site Officer to assist the specialist engineer in remotely assessing the 

situation. Ideally, the specialist dam engineer will have phone communication with the Site 

Officer and the ICC.    

¶ Support Agencies ς Communication with support agencies may be required during a dam 

incident to initiate road blocks, effect evacuations and provide support equipment. The operator 

should contact support agencies to setup lines of communication, in preparation for future dam 

emergencies.  



 
Geotechnical Investigation & Report 

   Project: Torquay Farm Dam 
Client: Charlie Santospirito 

Report No: AGTE20249-2 

 

17 | P a g e 
 

7 Communication  

7.1 Communication with Emergency Management Agencies  

In a dam safety emergency it is important that all communication is clear and concise.   If the Incident 

Control Centre has become operational, the Incident Controller should be well briefed on the dam 

safety emergency and all response actions should be through the Incident Control Centre. This is to 

provide a common operating picture to all responding agencies.  

Specialist dam engineers and other agencies may benefit from seeing photos of the site prior to 

inspecting the dam.    

Records should be kept of actions taken and communications made between local government 

responders and other agencies.  

7.2 Providing a common operating picture.  

Surveillance and initial assessment of a potential dam safety incident at the dam is the responsibility 

of the owner. Immediate reporting of any unusual observations is the front line of defence in 

ensuring continuing safety of the dam.   

In an emergency situation, the most useful information to be communicated to Specialist Dam 

Engineers will be:   

¶ Reservoir level, and any known flood inflows likely to occur.  

¶ Type of dam, dimensions of dam and spillway, drawings of dam and spillway (this information 

should be collated in non-emergency times and kept with this DSEP so that it can be accessed if 

an emergency situation arises).  

¶ Type of defect (ie. cracking, seepage, erosion).  

¶ Location of Defect (orientation with respect to the crest and abutments of the dam).  

¶ Extent of Defect (ie. length and depth of cracks, quantity of seepage and whether the seepage is  

¶ ΨŎƭƻǳŘȅΩύΣ  ŀ ǇƘƻǘƻƎǊŀǇƘƛŎ ǊŜŎƻǊŘ ǎƘƻǳƭŘ ōŜ ǘŀƪŜƴ ǿƘŜǊŜ ǇƻǎǎƛōƭŜΦ  

¶ Spillway operation - whether there is flow in the spillway and whether there are any obstructions 

to the flow (the spillway is the channel for carrying flood flows downstream of the dam 

embankment, to prevent overtopping).  

Where visual inspection reveals a change or fault that threatens the safety of the dam this is to be 

reported immediately to the dam owner. If the change is not considered to be immediately 

threatening to the safety of the dam, the Asset Manager will carry out a special inspection as soon as 

practicable to assess the situation.   

In general, all matters are to be referred to the Asset Manager via telephone/radio.  If there is no 

response within 5-10 minutes, contact another member on the Emergency Contact List proceeding 

down the list.  In such events, the Officers and Engineers carrying out the duties detailed in this plan 

or thought necessary under particular circumstances have all the necessary authority to use 

whatever ǊŜǎƻǳǊŎŜǎ ŀǊŜ ŎƻƴǎƛŘŜǊŜŘ ƴŜŎŜǎǎŀǊȅΣ ōŀǎŜŘ ƻƴ ǘƘŜ ƪƴƻǿƴ ŦŀŎǘǎ ƎƛǾŜƴ ǘƘŜ άǘƛƳŜ ǘƻ ŀǎǎŜǎǎέ 

limitations.  Additionally, they may co-opt any relevant assistance from any service within local 

government as dictated by circumstances.  
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7.3 Warnings and evacuations  

Whilst a decision to evacuate people who are at immediate risk may seem straightforward, a decision 

to evacuate people based on incomplete or unverified information in a developing situation and / or 

from a possible safe location requires significant consideration and planning.    

The necessity for, and extent of, any evacuation will vary according to the area of inundation. A need 

to evacuate the population at risk in the inundation area may apply to individuals, a house, a street, a 

large institutions or a vulnerable communities.   

The Incident Controller, in consultation with Victoria Police and support agencies, must consider and 

if necessary, recommend evacuation of people form potential dangerous areas as a consequence of a 

dam safety emergency.   The {ǘŀǘŜ 9ƳŜǊƎŜƴŎȅ wŜǎǇƻƴǎŜ tƭŀƴ ƴƻǘŜǎΣ άLƴ ƳŀƪƛƴƎ ǘƘƛǎ ŘŜŎƛǎƛƻƴΣ ǘƘŜ 

LƴŎƛŘŜƴǘ /ƻƴǘǊƻƭƭŜǊ ǎƘƻǳƭŘΣ ƛŦ ǘƛƳŜ ǇŜǊƳƛǘǎΣ Ŏƻƴǎǳƭǘ ǿƛǘƘ ǇƻƭƛŎŜ ŀƴŘ ǎŜŜƪ ƻǘƘŜǊ ŜȄǇŜǊǘ ŀŘǾƛŎŜέΦ    

Examples of community alert messages which could be used to warn the population at risk are 

provided at Appendix D.  

For the case of a dam safety emergency the VicSES in consultation with DELWP and specialist dam 

engineers, is to provide an informed decision on evacuation to the Vicpol Evacuation Manager.  

7.4 Flood warnings - Communities immediately downstream of a dam    

There are houses located immediately below the owned dam. Warning time and flood travel time to 

these households can be short. In such situations, communication with these residents may be better 

managed by the dam operator given the short timeframe available. This should only be done where 

there is written agreement between VICSES and the dam owner. In the absence of any locally agreed 

arrangements, VICSES will remain responsible for flood warning and informing downstream 

communities.   

DELWP and the dam operator will continue to provide technical expertise and advice to VICSES in 

order to prepare updates, information and warnings to the downstream communities. Further details 

are contained in the Management of Flooding Downstream of Dams published by VicSES.  

7.5 Evacuation types   

All Evacuations can be considered under two generic categories;   

Immediate Evacuation : Where people maybe at immediate risk from a dam safety 

incident and it will be recommended they evacuate immediately. The nature of the dam 

safety emergency may provide limited or no opportunity for warnings or preparation 

time.   

Pre-warned Evacuation: An evacuation resulting from an event that provides adequate warning 

and does not unduly limit preparation time.    

Evacuation planning should take into consideration the Victoria Police 5 Step Model  

¶ Decision to recommend evacuation  

¶ Warning to evacuate  

¶ Withdrawal  

¶ Shelter  

¶ Return  
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8  Routine surveillance  

8.1 Routine surveillance of the dam  

Regular surveillance and monitoring should be undertaken on the dam. The frequency of routine 

surveillance should be in accordance with the hazard category of the dam.    

A copy of the current Visual Inspection Report form which is used for regular inspections of the dam 

is provided in Appendix E.    

There are some preconditions at a dam site that can increased the risk of a dam safety event 

occurring.  These are vegetation on an earthen embankment Diagram 2 and areas of missing rip rap 

on the upstream face of a dam wall Diagram 3.  

  
Diagram 2  Vegetation on Embankment that may lead to piping failure   

  

  

  

Diagram 3  Areas of missing rip rap that means lack of erosion protection.   
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 Where routine visual inspection reveals a change or fault that threatens the safety of the structure, 

the observer is to report the change to the operator and complete an Incident Report form which is 

included in Appendix F.  

8.2 Identification of potential Issues with your dam  

Early identification of a dam safety issue will have a significant influence on avoiding a potential dam 

failure by allowing remedial works to be undertaken in a timely manner.  Signs that indicate potential 

dam safety issues are listed in the Table A below.  

  

Issue  Observation  Potential Issue  

Seepage/ 

Leakage  

An unusual increase in monitored seepage.  Erosion through the dam 

embankment leading to dam 

breach/ failure.  
New seepage, indicated by wet patches on the 

downstream slope of the embankment. 

Noticeable patches of fresh growth grass or 

patches that have died can indicate potential 

wet patches/seepage. 

Evidence of seepage through the abutments or 

foundation of the dam, indicating seepage 

through potential granular layers in the 

foundation. 

Variation in colour/clarity in any seepage water 

due to soil particles (evidence of internal 

erosion/ piping). 

Whirlpool (vortices) in reservoir (would be 

associated with significant downstream leakage). 

Movement/ 

Cracking  

Embankment slides or slumps or evidence of 

slides occurring (longitudinal cracking).  

Structural/slope instability of 

the embankment or seepage 

path through embankment, 

which may lead to dam breach 

or failure.  

  

  

  

Excessive and/or differential settlements in the 

embankment.  

Severe cracking with or without leakage.  

Erosion  Evidence of erosion in the abutments of the 

dam.  

Degradation of embankment, & 

sometimes reduction in crest 

levels,  

which will reduce factor of 

safety of embankment and may 

lead to  

 

 

Erosion gullies develop on the surface of the dam  
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Issue  Observation  Potential Issue  

  failure.  

Sinkholes, soft spots and boggy areas.   Erosion through embankment  

(including along tree roots) 

which could lead to 

uncontrolled seepage through 

the dam.  

Trees/shrubs growing on the embankment 

(which could lead to flow path through the 

embankment along the tree roots). 

Structural  

Defects in  

Outlet  

Works or  

Spillway   

A break in the outlet pipe resulting in the release 

of water at and around the outlet pipe.  

Uncontrolled seepage along the 

outlet pipe, leading to 

progressive breach of the dam.  A flow path developing along the outside of the 

outlet pipe.  

Inoperable valve.  Causes difficulty in lowering the 

reservoir level.  

Vegetation growing, or other blockage in 

spillway channel or outlet pipe.  

Reduces the capacity of the 

spillway.  Could lead to dam 

overtopping.  

Other  An earth tremor which is generally felt outdoors 

and by almost everyone indoors, where the 

direction of motion can be estimated and small 

unstable objects are displaced or upset.  This is 

generally in the order of MM4 or 5 on the 

modified Mercalli scale.   

Instability of the dam, leading 

to slumping, slope failure and 

potential dam failure.    

Stock damage/pest damage due to rabbit, yabby, 

wombat or fox holes and stock tracks.  

May cause seepage holes, 

concentrate rainfall into holes, 

general erosion, potential 

seepage failures.  

Table A ς Observation Table   
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9 Dam failure modes and response actions  

Although dam failure maybe relatively rare, preparation for their occurrence is appropriate. Two 

common scenarios failure modes are:   

¶ Overfilling leading to overtopping , and   

¶ άǎǳƴƴȅ Řŀȅέ όƴƻƴ-flood) event.  

The main reason for overtopping of the dam is overfilling during the pumping sessions..  

A non-flood failure may occur due to an incident when the reservoir is at normal operating level. 

5ƻǿƴǎǘǊŜŀƳ ƛƴǳƴŘŀǘƛƻƴ ǿƛƭƭ ōŜ ǎƻƭŜƭȅ ŘǳŜ ǘƻ ŦŀƛƭǳǊŜ ƻŦ ǘƘŜ ŘŀƳΦ άtƛǇƛƴƎέ ŜǊƻǎƛƻƴ ǘƘǊƻǳƎƘ ǘƘŜ 

ŜƳōŀƴƪƳŜƴǘ ƻǊ ƛǘǎ ŦƻǳƴŘŀǘƛƻƴǎΣ ŦǊŀŎǘǳǊƛƴƎ ƻŦ ǘƘŜ ŘŀƳΩǎ Ŏƭŀȅ ŎƻǊŜΣ an earthquake, slide, or 

settlement, are possible causes of a non-flood failure.  

The DELWP ǇǳōƭƛŎ ŘƻŎǳƳŜƴǘ ŜƴǘƛǘƭŜŘ άYour Dam Your Responsibility - A Guide to Managing the 

{ŀŦŜǘȅ ƻŦ CŀǊƳ 5ŀƳǎέ gives clear failure scenarios that can be used as guidance when assessing a 

situation at a small dam.  A copy of this publication can be found at the following website: 

http://www.water.vic.gov.au/saving/farms/dams.   

This section deals with an incident that may lead to a potential dam failure.  The potential failure 

situation is an emergency situation where there are serious signs of the dam or its foundations being 

breached or eroded.    

These situations include:  

¶ Piping / Seepage related failures  

¶ Dam Slope Failure  

¶ Earthquake  

¶ Floods (including Dam Overfilling)  

¶ Threats from terrorism and sabotage  
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9.1 Piping/ Seepage related failures  

  

  

  

Diagram 5  Piping failure   

  

Diagram 6 Seepage at the Toe   
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RESPONSE TO PIPING THROUGH THE EMBANKMENT, FOUNDATION OR  

ABUTMENTS  

  

Plug the flow with whatever material is available (hay bales, bentonite or plastic sheeting 

if the entrance to the leak is in the reservoir basin).  

  

Lower the water level until the flow decreases to a non-erosive velocity or until it stops.    

Place protective sand and gravel filter over the exit area to hold materials in place.    

Continue lowering the water level until a safe elevation is reached.    

Continue operating at a reduced level until repairs can be made.    

Note: this flow may originate alongside an outlet of spillway structure    

  

Most dams show some signs of seepage, however seepage may indicate the progression of an 

ΨŜǊƻǎƛƻƴ ƘƻƭŜΩ ŘŜǾŜƭƻǇƛƴƎ ǘƘǊƻǳƎƘ ǘƘŜ ŜƳōŀƴƪƳŜƴǘΣ ƻǊ ǘƘŜ ǇƻǘŜƴǘƛŀƭ ŦƻǊ ŀ ǎƭƻǇŜ ŦŀƛƭǳǊŜ ǘƻ ƻŎŎǳǊΦ  

Piping or seepage related failures may be caused by:  

¶ Vermin / animal damage in the embankment, leading to the initiation of an erosion hole  

¶ Defects in the erosion protection leading to localised erosion / erosion holes developing due to 

wave action,   

¶ Cracks in the embankment (long-ǘŜǊƳ ΨŘǊȅƛƴƎ ƻǳǘΩ ƻŦ ǘƘŜ ŜƳōŀƴƪƳŜƴǘκ ǎŜǘtlement causing 

cracks/ earthquake cracking)  

¶ Poor construction techniques (ie. one area of the embankment being under-compacted, creating 

a defect through the embankment)  

¶ Trees on the embankment (tree roots may cause a water-path).    

It is critical that seepage is monitored to develop an understanding of the significance of the issue.  

Monitoring of changes in the amount of flow, as well as whether the water is clear or dirty, it 

important in assessing the severity of the issue.  If the amount of flow from a seepage point has 

rapidly increased, or if the seepage water is dirty (indicating that material is being eroded), the 

following actions should be taken.     

Management actions:  

¶ Observer alerts the dam operator of the developing seepage issue  

¶ Asset Manager makes a preliminary assessment based on available information and initiates 

response.  If called upon to have information and plans for addressing the safety of the residents 

and businesses downstream of the dam and to assist the VicSES and Police by providing this 

information.  

¶ Asset Manager organises the Site Officer to attend and inspect the dam site.  The Site Officer will 

commence taking fifteen minute interval records of the seepage using form Visual Inspection 

Form at Appendix E.     

¶ If the seepage issue is getting rapidly worse, the operator is to escalate and an Incident Control 

Centre established, unless it is deemed that there is no population, business or environment at 

risk if the dam fails.     
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¶ Asset Manager contacts DELWP and most likely a dam safety consultant, possibly resulting in 

mobilising an Assessment Team to visit the site.  The operator to send DELWP Incident Report 

Form at Appendix F.       

¶ The operator ensures site status is monitored and general access to the area is controlled.   

¶ If required establish an Incident Control Centre and appoint an Incident Controller.  The Site 

Officer monitors information from the site and is authorised to advise Local Government and the 

Incident Controller if the situation warrants evacuation action.  

¶ Assessment team moves to site, assesses situation and initiates appropriate course of action.  

Action may include releasing water from the dam in a controlled manner, further inspection of 

the seepage, or emergency earthworks.    

  

9.2 Dam slope failure  

Slope instability of embankment dams can be caused through a range of issues, including 

earthquakes, rapid filling or drawdown, or excessive ground water pressures developing within the 

embankment.    

  

  

 

  

Diagram 7 Dam Slope Failure   
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RESPONSE TO SLIDES ON THE UPSTREAM OR DOWNSTREAM SLOPE OF 

THE EMBANKMENT  
  

Lower the water level at a rate and to an elevation considered safe given the slide condition.  

If the outlet is damaged or blocked, pumping, siphoning or a controlled breach may be 

required.  

  

Restore lost freeboard if required by placing sandbags or filling in the top of the slide.    

Stabilize slides on the downstream slope by weighting the toe area with additional soil, rock 

or gravel  

  

  

Management actions  

¶ Observer alerts the Service Centre or Asset Manager of the slope failure.  

¶ Asset Manager makes a preliminary assessment based on available information and initiates 

response.  If called upon to have information and plans for addressing the safety of the residents 

and businesses downstream of the dam and to assist the VicSES and Police by providing this 

information.  

¶ Asset Manager organises a Site Officer to attend and inspect the dam site.       

¶ Site Officer will make an assessment and record the dimensions and location of the slope failure, 

making sure their own safety is addressed.  The Site Office will also record the water level within 

the reservoir and proceed to make on-going assessments of the changes in the slope failure, such 

as seepage through the failed area of the bank, the progression of cracking along the top of the 

slope failure, and the amount of rainfall at the time (if any).   

¶ Asset Manager contacts DELWP, and most likely a dam safety consultant, possibly resulting in 

mobilising an Assessment Team to visit the site.  The operator to provide  DELWP regular updates 

from the Site Officer.  

¶ The Site Officer will commence taking fifteen-minute interval records of the seepage using form 

Incident Inspection Form at Appendix E.  

¶ If the slope failure is judged to have the potential for cause failure of the dam, the Asset Manager 

should escalate, unless it is deemed that there is no population, business or environment at risk if 

the dam fails.     

¶ The operator ensures site status is monitored and general access to the area is controlled.   

¶ If required DELWP establishes an Incident Control Centre and appoint Incident Controller.  The 

Site Officer monitors information from the site and is authorised to advise the Incident Controller 

if the situation warrants evacuation action.  

¶ Assessment team moves to site, assesses situation and initiates appropriate course of action.  

!Ŏǘƛƻƴ Ƴŀȅ ƛƴŎƭǳŘŜ ǘƘŜ ŎƻƴǘǊƻƭƭŜŘ ǊŜƭŜŀǎŜ ƻŦ ǿŀǘŜǊ ŦǊƻƳ ǘƘŜ ŘŀƳ ŀƴŘ ǘŜƳǇƻǊŀǊȅ ΨōǳǘǘǊŜǎǎƛƴƎΩ ƻŦ 

the area with free-draining gravels and rockfill  
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9.3 Floods ς due to obverfilling / spillway capacity  

Normal spillway flows will not require any emergency action by Local Government, unless a defect in 

the dam embankment is observed to have developed during the event.   

Floods, for the purpose of a specific Dam Safety Emergency Plan, are defined as flows which are likely 

to cause the downstream river to rise above the normal riverbank level, or cause a rapid rise in 

reservoir level.    

In an extreme scenario, the spillway may not be capable of passing the flood event and water may 

overtop the embankment leading to potential failure of the embankment.   

Subsequent to long periods of low storage level, the condition of the embankment can be assumed 

to be in a similar condition to that experienced during initial filling of the dam. On initial filling the 

pore pressure in the embankment material has not been exposed to soil saturation. This condition 

poses a risk of embankment failure and therefore must be treated as an extreme condition that 

requires monitoring. Particular care must be taken if the reservoir level rises quickly following a long 

period of low storage level.    

Generally if the storage level rise over a period of 30 days exceeds an average of 2m/week, or if the 

short term rise in level exceeds 4m in any 7 day period, then arrangements should be made to 

release water from the reservoir with direction from the specialist consultant.     

  

  

Diagram 8  Debris build up that may lead to overtopping   
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RESPONSE TO OVERTOPPING DUE TO BLOCKED SPILLWAY CHANNEL 

AND OVERFILLING 
  

 Open outlet to its maximum safe capacity.    

If the reservoir does not drop with outlet open then slowly remove debris blocking the 

spillway channel to allow more water through the spillway.  (Note, rapid removal of the 

spillway blockage may result in extensive flooding downstream.  Only if there is an 

immediate threat to the integrity of the dam should the blockage be removed rapidly.)  

  

If debris cannot be removed then follow the response action noted above under 

ΨhǾŜǊǘƻǇǇƛƴƎ ōȅ CƭƻƻŘǿŀǘŜǊΩΦ  όbƻǘŜΥ 5ǳǊƛƴƎ ǘƛƳŜǎ ƻŦ ƭŀǊƎŜ ǎǘƻǊƳ ŜǾŜƴǘǎΣ ƘƛƎƘ ƛƴŦƭƻǿ and 

high reservoir levels, debris resting along the reservoir shoreline can be washed into the 

reservoir and drawn up to the spillway entrance.  This debris should be monitored and 

removed if it threatens to block the spillway or break the log boom or fish trap.)  

  

  

When it is predicted by the Bureau of Meteorology or local intelligence that a flood is likely, the 

following actions are to be undertaken:  

Management Actions:  

¶ arranges for a Site Officer to undertake surveillance at the dam during the course of the flood, 

including regular monitoring of reservoir water level and depth of water over spillway.  The 

spillway should be checked for obstructions, and cleared if necessary and appropriate.    

¶ should ensure that inundation maps are available to relevant authorities, and should also 

familiarise them with the capacity of the spillway, should this information be available.      

¶ If there is potential for dam failure, then revert to the Dam Breach / Dam Failure procedures in 

the quick reference flip chart in Appendix G.  

 

9.4 Earthquake  

An earthquake event may be registered in any of the following ways:  

¶ felt by staff;  

¶ notified by a person as having been felt in the vicinity of the dam;  

¶ advice from an external Authority that an earthquake has been recorded in the area.  

  

 The Seismicity Research Centre (SRC) operates a network of approximately 100 seismographs and 

accelerographs in Victoria, New South Wales, Queensland and Tasmania.  It locates about 300 

earthquakes within this network each year. The earthquakes are recorded and the data provided in 

an online information service provided by the SRC, the web site is a handy tool to monitor 

earthquakes and provides the opportunity to report earthquakes felt in the area.  There are also 

contact numbers for any information that may be required.  

The site can be accessed by the following address: http://www.seis.com.au.  
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In the event of an earthquake, the actions listed in the following sections should be undertaken.  

wŜŦŜǊ ǘƻ ǘƘŜ ŦƭƛǇ ŎƘŀǊǘ ά9ŀǊǘƘǉǳŀƪŜέ ƛƴ Appendix G for a summary of recommended actions.  

  

Initial inspection   

In the event of an earthquake the Site Officer is to:   

Ensure their own safety and the safety of others at all times, being mindful of the potential for 

aftershocks.  

Conduct an assessment of the earthquake based on the approximate magnitude based on initial 

observations (refer to Modified Mercalli Scale in Appendix G). This information should be provided to 

the Specialist Consultants.  

immediately conduct a general overall visual examination of the dam regardless of the time of day. If 

safe to do so, obtain storage water level, discharge rate, evidence of cracking and / or leakage and 

any other relevant data.  

  

If no damage is observed:    

Proceed with a detailed Inspection or if at night, carry out a detailed Inspection at first light; and  

Notify the Asset Manager of the observations and actions taken. Complete visual inspection form at 

Appendix E   

  

If any damage is observed (leakage, etc) as a result of the earthquake, no matter how minor:  

immediately notify Asset Manager  

If safe to do so, obtain storage water level, inflow rate, discharge rate, seepage rates and colour of 

seepage and any other relevant data for reporting to the dam safety engineers or specialist dam 

Consultants.  

Depending on the extent of the damage (event greater than MM3 or MM4, refer Modified Mercalli 

Scale Appendix G a decision must be made whether to proceed with a Detailed Inspection or to 

initiate emergency action.  It is suggested that the following emergency action might be taken.    

Ensure that a Site Officer is stationed at the dam to undertake a detailed assessment of the damaged 

area/s.  

Arrange site resources.  

Contact dam safety engineers and DELWP if assessed necessary.  

LƴƛǘƛŀǘŜ ŀǇǇǊƻǇǊƛŀǘŜ ŀŎǘƛƻƴ ōŀǎŜŘ ƻƴ ŘŀƳ ǎŀŦŜǘȅ ŜƴƎƛƴŜŜǊǎ ǎǇŜŎƛŀƭƛǎǘΩ ŀŘǾƛŎŜΦ  

Notify the Seismology Research Centre by visiting their website and filling in the Earthquake Intensity 

Report of the earthquake event.   

  

Detailed Inspection  

A detailed inspection of the dam should be made as soon as possible after any earthquake.    
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Note:  Care should be taken when carrying out onsite inspections following 

earthquake events with respect to potential aftershocks and the risk to life and 

safety of first responders Special attention should be paid to the following areas:  

¶ Abutments (sides of the dam) for displacements, slips, cracks and seepage.  

¶ Dam for cracking, evidence of slope failure and leakage.  

¶ Flow from outlet pipe.  

  

If the structure is damaged to a point of impending failure, immediately notify the VicSES who in 

consultation with DELWP, specialist dam engineers and support agencies is to provide an informed 

decision on evacuation to the Vicpol Evacuation Manager.  

Some damage to the structures may not be readily apparent during an inspection immediately 

following an earthquake.  It is possible that settlement, reactivation of old slides or development of 

new slides or springs may not occur with ground shaking, but may appear some days after the initial 

inspection.  Failure may occur at any time in the first 48 hours after the main earthquake event.  

Therefore continuous surveillance over the 48 hour period following and earthquake is required.    

  

Loss of freeboard or dam cross section due to storm or wave erosion.   

Place additional riprap or sandbags in damaged areas to prevent further embankment erosion.  

Lower the water level to an elevation below the damaged area.  

Restore freeboard with sandbags or earth and rock fill.  

Continue close inspection of the damaged area until the storm is over.  

  

 Spillway channel erosion threatening safety of dam wall  

Reduce the flow over the spillway by fully opening the main outlet.  

Provide temporary protection at the point of erosion by placing sandbags, riprap materials or plastic 

sheets weighted with sandbags.  

When inflow subsides, lower the water to a safe level.  

Continue operating at a low water level in order to minimize spillway flow.  

  

Excessive seepage /saturation of the embankment   

Lower the water to a safe level.  

Continue frequent monitoring for signs of slides, cracking or concentrated seepage.  

Continue operation at a reduced level until repairs can be made.  

  

Excessive settlement of the embankment  
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Lower the water level by releasing it through the outlet or by pumping, siphoning or a controlled 

breach.  

If necessary, restore freeboard, preferably by placing sandbags.  

Lower water to a safe level.  

Continue operating at a reduced level until repairs can be made.  

  

Loss of abutment support or extreme extensive cracking in concrete dams  

Lower the water to a safe level by releasing it through the outlet.  

Implement notification procedures.  

Attempt to block water movement through the dam by placing plastic sheets on the upstream face.  

  

   

9.5 Hazardous substance spill  

The control agency for a hazardous substance spill/ pollution within inland waterways is the Country 

Fire Authority or the Melbourne Fire and Emergency Services Board, with support agencies being the 

Environmental Protection Agency (EPA) and Victoria Police. If there is a problem with pollution 

continually entering inland water ways then the control agency will be the EPA and Melbourne Water 

with the support agency being the Victoria Police.   

For the safety of the community, steps should be taken to isolate the dam, shutoff downstream flows 

from the reservoir and arrange for water quality sampling.  

wŜŦŜǊ ǘƻ ǘƘŜ ŦƭƛǇ ŎƘŀǊǘ άIŀȊŀǊŘƻǳǎ {ǳōǎǘŀƴŎŜ {Ǉƛƭƭέ ƛƴ Appendix G for further actions.   

9.6 Security threats  

A dam safety security threat is a situation which could result in damage, failure or contamination of 

the reservoir.  Safety threats include terrorism, sabotage and deliberate toxic spills. For all cases the 

Victoria Police should be immediately contacted. As a matter of priority ensure your own and other 

ǇŜƻǇƭŜΩǎ ǇŜǊǎƻƴŀƭ ǎŀŦŜǘȅΦ   

wŜŦŜǊ ǘƻ ǘƘŜ ŦƭƛǇ ŎƘŀǊǘ ά¢ŜǊǊƻǊƛǎƳ ŀƴŘ {ŀōƻǘŀƎŜέ ƛƴ Appendix G for further actions.  

  

  



 
Geotechnical Investigation & Report 

   Project: Torquay Farm Dam 
Client: Charlie Santospirito 

Report No: AGTE20249-2 

 

32 | P a g e 
 

10 Initial response options ς the first 60 minutes  

To help guide the initial actions in the first 60 minutes of a dam safety incident a generic list of 

actions for consideration by emergency response agencies is shown below.   

An Emergency Response Quick Reference Flip Chart is included in Appendix GΦ  ! ŎƻǇȅ ƻŦ ǘƘƛǎ άCƭƛǇ 

/ƘŀǊǘέ ǎƘƻuld be printed and kept with members of the dam operation team, with maintenance 

personnel responsible for the dam and if possible at the dam.  

This chart is an easy to read document that can be used by staff to quickly access contact personnel 

and telephone numbers suited to the particular incident.  

  

1. Has the dam failed or is there potential for imminent failure?   

2.  If initial notification / field observations / report suggest imminent dam failure;   

¶ contact SES to arrange for necessary warning notifications to people downstream;  

¶ VicPol for appointment of Evacuation Manager and for any potential evacuations required 

and;  

¶ If limited time consider other options with the local resources currently available ς door 

knock, phone tree, emergency alert.   

¶ DELWP to Notify Emergency Management Victoria as a potential Major Class 2 dam safety 

emergency.   

3. Description of incident and damage to dam.  

¶ Are outflows increasing?   

¶ What is happening at the dam (e.g. overtopping, seeping?)   

ü Weather forecast (i.e. is more rain forecast?)  
ü Are the upstream flows increasing or decreasing? 
ü Upstream events?  
ü Are flows being measured?  

  

¶ Is the water cloudy or muddy?    

   i. Take a sample of the outflow water now and every 15min and store in clear container.   

ü If the outflow contains sediment, this may indicate the 
dam wall is eroding.  

ü Sediment may need to be measured.  
ü IC to consider taking a sample of the outflow water now and every 15min and store in clear 

container. Over a period a time do a comparative analysis and assess the trend in water 

colour. Is the water becoming more cloudy or less cloudy?   

i. If the water is becoming more cloudy escalate response.   

ii. Same colour, maintain level of response.  

iii. Colour of water is clearing, monitor and review.  
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¶ Has the dam been regularly inspected and maintained?  (If not, there is a greater risk of 

undetected faults leading to imminent failure).  

¶ Is the damage in the dam wall expanding and water outflow increasing?  

¶ What is the current water level?  Is there a history of problems when the dam exceeds the 

normal level?  

  

4. Location of dam?  Street address / township and owner.  

5. Has the owner / operator been identified?  

6. Has the owner / operator been contacted?  

7. Iŀǎ ǘƘŜ ƻǿƴŜǊ κ ƻǇŜǊŀǘƻǊΩǎ 5ŀƳ {ŀŦŜǘȅ 9ƳŜǊƎŜƴŎȅ tƭŀƴ ōŜŜƴ ŀŎǘƛǾŀǘŜŘΚ  

8. Consider implementing actions in the Management of Flooding downstream of Dams 

in conjunction with VicSES and VICPOL if population at risk.  

9. Is there population at risk downstream?   

¶ Numbers and location?    

¶ Have the Victoria Police Evacuation Manager and Control Agency been advised of the need 

for warnings or evacuation?  

¶ Evacuate people at risk until a dam expert confirms there is no dam safety incident.  

  

10. Assess what else is at risk downstream.     

¶ Another dam that could fail if on stream?  

¶ Receiving waters of another lake or water body that could fail?  

¶ Events (e.g. regatta on a lake)?  

¶ River diverters? (notify)  

¶ Horticulturalists? (notify)  

¶ Public / private asset? (notify)  

¶ Roads closures needed?    

11. Size of dam wall and capacity ς wall height and water level will influence impact.  

¶ Date of dam construction.  

¶ Construction type, eg. earthfill, rockfill, concrete.  

¶ Capacity of dam.  

¶ Current water levels.  

¶ Gate or fixed crest.  

¶ Are all operational structures on the dam operating properly (will influence selection of 

mitigation strategies)  

12. Is a dam safety expert needed?  (refer Appendix B for a list of dam safety consultant 

experts)  

13. Ensure that they are monitored/supervised and fit into IMT arrangements  
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The following are precautionary planning options, intended to provide some level of 

guidance to the IC at the óincident-levelô within the first hour.   

It is important to note these items require expert technical and engineering knowledge 

before implementing and it is important that specialist dam safety advice is sought. 

These items can be considered while the Dam safety engineers are moving to the dam 

site. Following Dam safety engineers assessment, their expert advice will guide the 

actions to be implemented.     

Information / actions onsite must be shared with the Incident Controller, so that it can 

be shared with the IMT and EMT.  Note that OH&S provisions apply and actions should 

only be undertaken if it is safe to do so.  

  

  

14. IC to consider siphon options to lower level in the dam. Arrange on site for lengths of 

flexible poly pipe for siphon if required.  

15. IC to consider organising portable pumps and generators if required  

16. IC to consider organising lighting and generator for site if required   

17. IC to consider organising excavator / backhoes for spillway earthworks if required  

18. IC to consider organising hay bails to plug the upstream inlet and downstream inlet of 

any piping failure in an earthen dam.  

19. IC to consider signage and community warnings at the dam due to site convergence.  

20. IC to consider requesting dam operator if the outlet value can be operated / opened  

21. IC to consider requesting any telemetry for the dam for the history of inflows and 

outflows and timings and volumes.  

22. IC to consider pegging width of overtopping and take photos every 15 min  

23. IC to consider pegging piping failure and take photos every 15 min  

24. IC to consider pegging extend of flooding downstream every 15 min and take photos.  

25. IC to consider the need for evacuation and timings required to notify the Victoria Police 

Evacuation Manager for this incident who would be located in the IMT.  

26. IC to consider contact with DELWP Comms regarding development evacuation messages 

/ holding statements / information to community via MJPIC and VicSES.  

27. IC to consider organising sandbags to  

a. Increase the crest height  

b. Increase the spillway capacity  

c. possible works on a secondary spillway  

28. IC to consider ordering materials required on site for temporary rd construction  
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a. Crushed rock  

b. Class C gravel  

c. Sand  

29. IC to consider onsite spokesperson and key holding messages.  

30. If inflows are increasing and if safe to do so, possible mitigation strategies to decease 

inflows are to:  

¶ Stop or reduce flows coming from dams upstream.  

¶ Construct bypass around dam.  

¶ Construct cut off drains to decrease flows into dam.  

31. Strategies to consider to increase the outflows (only if safe to do so) are:  

¶ Sandbag dam wall to increase capacity of discharge from dam.  

¶ Sandbag crest to increase volume of dam and stop overtopping.  

¶ Open scour to increase outflow from dam.  

¶ Open gates.  

¶ Lower spillway level.  

¶ Lower secondary spillway or create a secondary spillway.  

¶ Clear spillway of debris.  

¶ Pump or siphon water from dam.   

¶ Increase outflows from downstream dams where possible.  

32. Determine final receiving waters and the final water body where the water will impact.  
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 Appendix A ς Information on dam  

Item  Description  

 

Name of Dam  Torquay Farm Dam  

Location (include road name)  1075 Horseshoe Bend Rd, Torquay VIC 3228 

Map Reference  VicRoads Ref 93 G6 

Period of Original Construction  1987 

Water course  NA  

Hazard Category (ANCOLD)  High C 

Population at Risk  100 people  

 

Storage Capacity at FSL  140  ML   

  

Catchment Area  4 Ha (no waterway flows into dam)  

Full Supply Level (Spillway Crest Level)  14.0 mAHD ς New proposed 

 

Type of Dam (material)  Clay / Sandy Clay  

Embankment Height (max)  6m downstream slope, 9m upstream slope  

Embankment Length  315 m  

Embankment Crest Elevation  16 mAHD    

Upstream Slope of Embankment   3 Horizontal: 1 Vertical  

Downstream Slope of Embankment  3 Horizontal: 1 Vertical 

Embankment Crest Width  4m  

 

Description of Spillway (material etc)  Not incorporated.  

Location of Spillway   To be incorporated  

Full Supply Level (Spillway Crest Level)  14.5 mAHD  

Width of Spillway Crest  Pipe spillway proposed  

Existing Spillway Capacity  To be designed   

Dam Crest Flood  na  

 

Description of Outlet Works  PVC and HDPE pipes with floating pontoons 

over embankment aside from one flowing to 

western sump 
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Location  West embankment  

Capacity  0.1 m3/s  

Details of Operation  For example, operated by pumps from pump 

house 

  

¶ GENERAL ARRANGEMENT DRAWINGS OF THE DAM  

¶ INUNDATION MAP  
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1 

Barwon Water Treatment Pipe 

2 

Dunes Retarding Basin-Input 

3 

Golf Course-Input 

Irrigation 1 - Output 

4 

Irrigation 2 - Output 

5 
6 

Water Input from Sump 

Wave protection Pipes 

Black Rock treatment plant Pipes 

7 

8 
Survey Pegs 
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Inundation Map Maximum depth of water level (metres) 


































